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NS + PEI + ML LIMIT VS NB SYSTEM LOAD 
 

Figure 1: 

 

 

 

Abbreviations used in Figure 1: 

 
• NS = Energy flowing from NB to NS 

• PEI = Energy flowing from NB to PEI 

• ML = Energy flowing from NL to NS 
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NS + PEI + ML Limit vs NB System Load


